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DEPARTMENT OF TRANSPORTATION

STATE OF CALIFORNIA

Conduit/Tray Not | 4922A \ Reference: | E-663
Size:] 103 ‘ Type:‘ Liquidtight flex metal conduit
From: | 1T41 To: | TOS Splice Cable Tray (SP#16W)
Total Fill (mm2): [ 323.65 \ Remarks:
Allowable Fill (mm2): [ 4339.96 \

Description of Changes:’

Included Cable No.

Conductor Type

Area (mm2)

1475-4

72 Fiber, single mode fiber optic riser cable

323.65

Pull Rope

Soft-Fiber Polyester

0.00

| REQUEST FOR INFORMATION NOT ADDRESSED IN THIS CCO REMAIN IN FORCE

PN

03/08/10|/MEP INTEGRATION SYC| FW| 110
MARK| DATE DESCRIPTIONS BY |CH’D|CCO#
REVISIONS

CONTRACT CHANGE ORDER NO.

SHEET OF

DIST| COUNTY ROUTE KTIOLT?AMLE LER% JPE(()ISFT s HNE:E T STHOETEATLS
12.2/14.3 [407a
04 |SF,Ala| 80 0.074.0" Hos3e 1204
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REGISTERED ELECTRICAL ENGINEER DATE

05-06-2010
PLANS APPROVAL DATE

PB AMERICAS, Inc.
A Parsons Brinckerhoff Company
303 Second St., Suite T7TOON
San Francisco, CA  94I07-13I7

The Stats of Callfornla or Its offlcers or agents shall nof be responsible for
the accuracy or complefeness of elecironic caples of his plan sheef.

Calfrans now has a web sltel To get fo the web slfe, go fo hip://www.dot.cago

Allowable Fill (mm2):

4339.96 \

Conduit/Tray No: | 49228 \ Reference: | E-663
Size:] 103 ‘ Type:‘ Liquidtight flex metal conduit
From: | TOS Splice Cable Tray (SP#16W)| To: | 1T41

To+GIFiII(mm2):’323.65 ‘ Remarks:

Description of Changes:

Included Cable No.

Conductor Type

Area (mm2)

1475-4

72 Fiber, single mode fiber optic riser cable

323.65

Pull Rope

Soft-Fiber Polyester

0.00

Conduit/Tray No
Size

From

Total Fill (mm2)
Allowable Fill (mm2)

Description of Changes:

Included Cable No.

4942A

103

Reference:‘E—GGB

Type:‘ Liquidtight flex metal conduit

1T42

323.65

|
|
|
|
|

4339.96

To: | TOS Splice Cable

Tray (SP#18W) \

Remarks:

|

Conductor Type

Area (mm2)

1475-4

72 Fiber, single mode fiber optic riser cable

323.65

Pull Rope

Soft-Fiber Polyester

0.00

Conduit/Tray No:] 4931A ‘ Reference:‘ E-663
Size:] 103 ‘ Type:‘ Liquidtight flex metal conduit
From: | 1742 To: | TOS Splice Cable Tray (SP#17W)
To+aIFiII(mm2):]323.65 ‘ Remarks:
Allowable Fill (mm2):[ 4339.96 \

Description of Changes:’

Included Cable No.

Conductor Type

Area (mm2)

1475-4

72 Fiber, single mode fiber optic riser cable

323.65

Pull Rope

Soft-Fiber Polyester

0.00

Conduit/Tray No:
Size:

From:

Total Fill (mm2):
Allowable Fill (mm2):

Description of Changes:

Included Cable No.

49428

|

103

|

Reference:‘E—GGS

Type: | Liquidtight flex metal conduit

TOS Splice Cable Tray (SP#18W)

To: | 1742

323.65

|

4339.96

|

Remarks:

Conductor Type

Area (mm2)

1475-4

72 Fiber, single mode fiber optic riser cable

323.65

Pull Rope

Soft-Fiber Polyester

0.00

Allowable Fill (mm2):

4339.96 \

Conduit/Tray No: | 49318 \ Reference: | E-663
Size: | 103 \ Type: | Liquidtight flex metal conduit
From: | TOS Splice Cable Tray (SP#17W)| To: | 1742

Total Fill (mm2): [ 323.65 \ Remarks:

Description of Changes:]

Included Cable No.

Conductor Type

Area (mm2)

1475-4

72 Fiber, single mode fiber optic riser cable

323.65

Pull Rope

Soft-Fiber Polyester

0.00

THIS PLAN ACCURATE FOR ELECTRICAL

WORK ONLY.

Conduit/Tray Not | 49624 \ Reference: | E-663 \
Size:] 103 ‘ Type:‘ Liquidtight flex metal conduit
From: | 1742 To: | TOS Splice Cable Tray (SP#20W) \
Total Fill (mm2):]323.65 ‘ Remarks:
Allowable Fill (mm2):| 4339.96 \
o
Description of Chonges:’ ‘ 3
Included Cable No. Conductor Type Area (mm2) g;
1475-4 72 Fiber, single mode fiber optic riser cable 323.65 gé
Pull Rope Soft-Fiber Polyester 0.00 e
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